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NOTES:
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2. SEE TYPICAL DECK SUPPORT AT COLUMN DETAIL
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1. SEE ADDITIONAL DETAILS AT EXTERIOR WALL SUPPORTS
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3. SEE TYPICAL SLAB REINFORCEMENT AT COLUMN DETAILS
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CONTRACTOR TO VERIFY FOR ACTUAL CONDITIONS
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NOT TO SCALE

TYPICAL SLAB REINFORCEMENT AT INTERIOR COLUMN
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NOT TO SCALE1

TYPICAL SLAB REINFORCEMENT AT EXTERIOR COLUMN
SLAB EDGE EXTENDS 2" OR MORE BEYOND FACE OF
COLUMN

NOT TO SCALE3

TYPICAL SLAB REINFORCEMENT AT CORNER COLUMN
SLAB EDGE EXTENDS 2" OR MORE BEYOND FACE OF
COLUMN

NOT TO SCALE2

TYPICAL SLAB REINFORCEMENT AT EDGE COLUMN
SLAB EDGE EXTENDS LESS THAN 2" BEYOND FACE OF
COLUMN

NOT TO SCALE4

TYPICAL SLAB REINFORCEMENT AT CORNER COLUMN
SLAB EDGE EXTENDS LESS THAN 2" BEYOND FACE OF
COLUMN

NOT TO SCALE

TYPICAL DECK SUPPORT AT COLUMN
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NOT TO SCALE

TYPICAL DECK SUPPORT AT WET COLUMN
7 NOT TO SCALE

TYPICAL DECK SUPPORT AT MOMENT CONNECTION
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